GENERAL NOTES:

1. Load Center Cabinet shall be located outside of the clear zone and above high water.

2. Caution sign shall be mounted to the side of treated posts facing highway of the culvert entry and exit and at the Loadcenter Cabinet.


4. Junction boxes shall be used in place of hand holes at wet locations and shall be mounted at 48" or at 24" above high water if greater than 48".

TYPICAL SITE PLAN

PROFILE VIEW

OVERHEAD SERVICE DETAIL

ABOVE GRADE JUNCTION BOX

HAND HOLE DETAIL

CONDITION SADDLE & STRAP DETAIL

POWER LEAD TRENCH SECTION

HEAT CABLE TRENCH DETAIL

UNDERGROUND SERVICE

POLE RISER DETAIL

CULVERT CROSS SECTION

CONDUIT SADDLE & STRAP DETAIL

State of Alaska DOT\&PF
ALASKA STANDARD PLAN

WIRE INSTALLATION

Adopted as an Alaska Standard Plan 07/1993

State of Alaska DOT\&PF

Engineer's Office

Design Date: 02/06/2020

Last Code and Style Review

Sheet 1 of 2

D-13.10