GENERAL NOTES:
1. Type F0 Cast Device Box w/green pilot light on the termination post shall be located a minimum of 6' above high water.

CULVERT CROSS SECTION

CONDUIT SADDLE & STRAP DETAIL

REMOTE THAW WIRE INSTALLATION

State of Alaska DOT&PF
ALASKA STANDARD PLAN

Adopted as an Alaska Standard Plan No. D-14.10

Design Date: 02/04/2001

Kaye W. Peter, P.E.
Chief Engineer

Last Code and Style Review
By: 02/04/2002

Next Code and Standard Review Date: 02/04/2029